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ttem | Name Description
©6.35 flared connaction
©9.52 flared connection

P20 (0D 926, [D 920

KA |Liquid pipe connection port

kr | Gas pipe connection port

K¢ |prain pipe connedtion

Kb [wiring connection

|~

KE  [Power supply connection

KF  |Drain outlet VP20 (0D @26, [D p20)

K& | Airfitter

KH | Air suction sid

KJ | Air gischarge side

Notes
1. When installing optional aceessores, refer o theirrespactive documentation

e~ [~

Kk |Nameplate

2, The ceiling depth varies according to the documentafion of the specific system.
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item Name Description
KA [Liquid pipe connection port 6.3 flared connection
KB | Gas pipe connection port 12,70 flared connection
e |Drain pipe connection W20 (D #26, ID B20)
KD |wiring connection /
KE  |Power supply connection /
KF | Drain outiet W20 (0D §26, [D B20)
K& | Airfitter /
KH | air suction sid /
KJ | Air dgischarge side /
KKk [Nameplate / Notes

1., When installing optional acoessories, refer {0 ther resPective documentation.

2. The csiling depth varies acoording o the documentation of the specific systsm.
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