1 * Indoor Unit « FCQHG-F

5 Dimensional drawings
5-1 Dimensional Drawings with Accessories
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1. Location of the pameplates
Unit body: on the control box . R
- Decoration panel on the r)ane\ Fame at the piping side under the comer cover. more 1500mm or morc
2. When installing an optional accesscry, refer to the installation drawings.
For fresh air intake kit an inspection part is necessary.
3, Make sure the spacing between the ceilng anl he casseie s 10 more than 35,
MAX celling opening: 910m
4. Whenthe condiions exceed 30°C and RH 809% n the celing or fresh ai is induted nto the celing, an additonl
insulation i required (polyethylene foam, thickness 10 mm or mare).
5. In case of sing a sensor <, this posiion will b2 3 sensor, rfer 1o the diawing of the sensor kit for more detzil

Required space
I case a discharge opening is closed with the ‘sealing member’ option, the
distance of 1500mm can be reduced to 500mm on the dosed side. 3D077131D
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Remote controller holder
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