| * Indoor Unit - FCAHG-G

4 Dimensional drawings
4 -1 Dimensional Drawings with Accessories

FCAHG-G o

1. Location of nameplat

The unit nameplate i located on the control hox cover.

The decoration panel nameplate is [ocated on the piping-side panel frame, under the comer cover.
When installing optional accessories, refer to their respectiv - dogumentation

3. Make sure the distance between the ceiling and the Gassette does not exceed 35mm % | 2B |Model ]
904 | 140 | FoAG35/50/60/T1AVER
4 The maximum celling opening is 9 1gmm. 6 | T | FOAGT00, 125 40ER
5. When the conditions in the ceiling exceed 30°C ambient temperature and 80% relative humidity, or when fresh air is inducted into the ceiling, additional insulation is required (polyethylene foam, thickness = 1Gmmy. %6 T80 | T /100/125, T406VES|
6. When installing a sensor kit, there will be a sensor on this [ocation. For details, see the drawing of the sensor kit v /101251
7 When installing a wireless controler, there will be a receiver on this location. For details, see the drawing of the wireles controller
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1. Logation of nameplate
The unit nameplate is lasated o the c ontrol box cover.
The decoration panel nameplage is logated on the piping-side panel frame, under the cormer cover.
2 when installing optional accessories, refer o their respective dosumentation.
3
Make sure the distance between the selling and the sassete does fef eXnoer 35MM
M AB _|Model
4 The maximum ceiing opening is 31gmm 204 | 140 | FoAG35/50/60/71AVEB.
5. When he condifions in ghe ceiling eXceed 30°G ambient eemperaturs and 80% relagive humidiey, or when fresh air is industed into ¢he ceiling, adiional insulagion s required (polyethylene foam, dickness =10mmy 946 | 180 | FOAG100,125/14AVES
6. When installing a sensor kit, there will be a sensor on this lotation. For defails, see the drawing of he sensor k. 88 | 180 | FOAMGT1,100/125/1406VEB|
7. when installing a wireless controller, there will be a rés eiver on his locagion. For details, see the drawing of the wireless controller.
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