| * Indoor Unit - FUA-A

4 Dimensional drawings
4 -1 Dimensional Drawings

FUA-A

Notes
1.The unit nameplate is located on the control pox cover.
2. when installing a wireless controller, there will be a receiver on this location. For details, see the drawing of the wireless controller. When closing the air outlet, the required space is 30mm or more. )
3.when closing the discharge grile in case of 2-way blow or 3-way blow, there are limitations to the piping connection direction. S ee the installation manual

4,00 not place any objects under the ingoor unit. In case of high humidity (>80%), clogged drain outlets, or dirty air filters, condensate may drop out 1500mm or mor
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